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Valve Installation

6" (Max.) Operating nut must be located \
left of the valve, looking down
the main from the connection.

~—FLG or FLG x RT Valve (Typ.)
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Earth See Note 3
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L. Pier Block
Hot Tap Valve Support
Flanged Installation Detail C
Detail B

Frame and Cover City of Lodi
Standard Plan No. 408, adjust to
grade per Std Plan 123
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Backfill to top of pipe.
Set riser on bricks.

: iSee Note 2
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Mueller A—26441

8" PVC riser— |
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Extension Stem Detail A above springline.
See Note 1
Notes:
1. Install extension stem when distance from valve cover to operating nut is greater than 12 feet; 3° max.
nominal cover per Detail A.
2. Flanged fittings shall be used where lines are to be extended at a later date or as shown on the
improvement plans. Operating nuts on flanged valves must be arranged per Detail B.
3. Concrete blocks may be used for valve and riser support; thrust blocks per Standard Plan 405.
For Hot Tap Valve support refer to Detail C.
4. Place Visqueen around valves before placement of concrete supports.
5. For trench backfill, See Standard Plan 501. Sheet 1 of 2
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